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FLIR Systems

 

  

Address 

25 Dundee Street, DD5 1RH 

Date 12-02-06 Image 57 

  
Insulation Poor 

Render Good 

Roof Good 

Poorly insulated  5.75  m2     

Comment 
Heat loss at top left corner and at 
building junction. Some heat loss and 
thermal bridging above windows. 

Additional usage / emissions  

Energy  449.48 kWh CO2 193.27 kg Carbon 52.71kg Cost £22.47 
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LabelLabelLabelLabel PeakPeakPeakPeak MinMinMinMin MaxMaxMaxMax AvgAvgAvgAvg

Ar1 11.0 1.0 5.9 3.6
 Temperature percentages recorded in highlighted un-insulated region. 
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